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1. EXISTING SHOWN LIGHT, NEW SHOWN BOLD. (3> STUB AND CAP (2)6"C FOR FUTURE PV SYSTEM (8> PROVIDE (8)6"C BETWEEN MANHOLES.
PROJECT.
2.  REFER TO SINGLE LINE DIAGRAMS FOR EXTEND EXISTING (8)6" CONDUITS TO MANHOLE
CIRCUITING REQUIREMENTS. (2> STUB AND CAP (6)6"C FOR FUTURE USE. INDICATED.

3. SEE A/E-400 FOR TYPICAL DUCTBANK
DIAGRAMS.

PROVIDE (8)4"C BETWEEN MANHOLES.

EXTEND (1)2°C TO EXISTING SECURITY CAMERA
AND RE—PULL FIBER OPTIC CABLE AS
REQUIRED. COORDINATE WITH VA RESIDENT
ENGINEER FOR EXACT LOCATION OF SECURITY
CAMERA INSTALLATION.

4. COORDINATE WORK ON SECURITY SYSTEMS WITH (4> EXTEND (8)6"C TO MANHOLE N13 FOR FUTURE
VA RESIDENT ENGINEER TO SCHEDULE ALL USE.
SYSTEM OUTAGES.

(5> CONTRACTOR SHALL VERIFY SECURITY CONDUIT
LENGTH FROM MANHOLE T8A TO FACILITIES
ROOM DB404 AND COORDINATE RESULTS WITH
VA RESIDENT ENGINEER.

5. REINSTALL LIGHT POLES, ETC. THAT WERE
REMOVED TEMPORARY FOR UNDERGROUND WORK
AS DESCRIBED ON ED-101.

STUB AND CAP (2)4°C FOR FUTURE PV SYSTEM
PROJECT.

STUB AND CAP (6)4°C FOR FUTURE USE.

FIBER OPTIC CABLE LENGTH AGAINST NEW
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Jﬂ (6> CONTRACTOR SHALL VERIFY EXISTING SECURITY

DUCTBANK PATHWAY AND COORDINATE WITH VA

B RESIDENT ENGINEER FOR REPLACING CABLES

PROVIDE ENGRAVING AS DIRECTED BY VA

half inches

one and one

WITH INADEQUATE LENGTH. RESIDENT ENGINEER.
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STUB & CAP (5) 4°C FOR FUTURE
ADMINISTRATION BUILDING.
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‘@ (?> PROVIDE (6)6"C FROM MANHOLE INDICATED TO
EXISTING CONDUIT STUBBED INTO BASEMENT.
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PROVIDE (7)4"C FROM MANHOLE INDICATED TO
EXISTING CONDUIT STUBBED INTO BASEMENT.
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STUB & CAP (4)°C FOR FUTURE
ADMINISTRATION BUILDING.
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CONSULTANTS: KEY PLAN | ARCHITECT/ENGINEERS: SITE PI "VA Med 5930 Aoo Office of
: . SITE PLAN - ELECTRICAL VA Medical Center - PHASE V, 593CA2202
Underground Utility Relocation — Construction
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